CITY OF LODI

PUBLIC WORKS DEPARTMENT

Sand/Qil Trap
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18" be per Std Plan 310
PVC or ABS Tee | d min for greater than 24"
0 Construction shall be
\ per Std Plan 301
12" min Vol. 2
A 368" mi PVC Schedule 40
min. .
Vol. 1 — Dia. varies — Varies =— or greater or ABS
(SDR 35). See
Note 5
Drainage Area (s.f.) Vol. 1 Vol. 2
(Excluding cu. ft. d W Combined all
Landscaping) C.B.’S cu.ft.
0 — 20,000 3 6" 127
20,000 — 40,000 6 8” 16"
Drainage Area
., ., — 4000
40,000 — 100,000 10 10 20
100,000 — 220,000 12 127 24”7
Notes:
1. Precast commercial units are acceptable with prior approval.
2. Oil Trap to be outside of fencing and subject to inspection at all times.
3. Larger sizes may be required based on generation of oil and/ or sand
(i..e. Bulk oil facilities, Trucking firms)
4.  For lower flows Standard Plan 205 can be used with City approval.
5. For petrochemical applications Cast lron fittings and piping will be used.
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